TRUNG TAM KY THUAT TIEU CHUAN PO LUONG CHAT LUONG 2
QUALITY ASSURANCE AND TESTING CENTER 2 (QUATEST 2)

Pia chi: 02 Ngb Quyén, quan Son Tra & 97 Ly Thai T6, quan Thanh Khé, thanh phd Da Nang
Address: No. 02 Ngo Quyen Str., Son Tra District & No. 97 Ly Thai To Str,, Thanh Khe District, Da Nang City
Trung tAm Ky thudt Tay Nguyén: Khéi 8, phuding Tan An, thanh phd Budn Ma Thudt, tinh D3k Lak
Central Highlands Technical Center: Block 8, Tan An Ward, Buon Ma Thuot City, Dak Lak Province

TONG CUC TIEU CHUAN PO LUONG CHAT LUONG
DIRECTORATE FOR STANDARDS, METROLOGY AND QUALITY

Dién thoai/Tel.: (0236) 3848376; (0262) 3796999; Fax: (0236) 3910064
Email: info@quatest2.gov.vn - Website: quatest2.gov.vn

S6: 1087.28 - K8/0347 /KT2-HC3 Ngay: 24/11/2023 Trang: 1/4
PHIEU KET QUA THU NGHIEM
i TEST REPORT

1. Tén mau: NUGOC cuOl MANG NHA MAY NU'O'C TUY AN

2. Ky hiéu mau: NSPY-28

3. S6 lwong mau: 01

4. Tinh trang mau: MA&u khoang 15,5 lit, chira trong can nhya 15 lit va chai thay tinh 0,5 lit

5. Khach hang: CONG TY CO PHAN CAP THOAT Nu'GC PHU YEN

6. Dia chi: 05 Hai Dwong, xa Binh Ngoc, thanh phé Tuy Hoa, tinh Phu Yén

7. Ngay nhan mau: 13/11/2023

8. Ngay thir nghiém:  tr ngay: 13/11/2023 dén ngay: 24/11/2023

9. Két qua thir nghiém:

TT TEN CHI TIEU, BON VI TiNH PHUONG PHAP THU  |KET QUA THU NGHIEM
1[Nhém (Al) mg/L SMEWW 3125B:2017 < 0,02 (MQL)
2|Chi (Pb) mg/L SMEWW 3125B:2017 < 0,01 (MQL)
3 |Fluor (F) mg/L TCVN 6494-1:2011 < 0,20 (MQL)
4|Sunfua mg/L| SMEVWW 4500-S% B&D:2017 KPH (MDL = 0,02)
5|Thdy ngan (Hg) mg/L SMEWW 3125B:2017 < 0,001 (MQL)
6 [Natri (Na) mg/L TCVN 6196-3:2000 3,70
7 |Bari (Ba) mg/L SMEWW 3125B:2017 < 0,05 (MQL)
8 |Bor tinh chung cho ca mg/L| SMEWW 4500- B C:2017 < 0,05 (MQL)

Borat va Axit boric
9|Cadmi (Cd) mg/L SMEWW 3125B:2017 < 0,002 (MQL)
10|Chromi (Cr) mg/L SMEWW 3125B:2017 < 0,01 (MQL)
11|Ddng (Cu) mg/L SMEWW 3125B:2017 < 0,01 (MQL)
12|Kém (Zn) mg/L SMEWW 3125B:2017 < 0,02 (MQL)
13| Antimon (Sb) mg/L SMEWW 3125B:2017 < 0,002 (MQL)

14 |Nickel (Ni) mg/L SMEWW 3125B:2017 "< 0,01 (MQL)

15| Xyanua (CN") mg/L| SMEWW 4500 CN-E:2017 < 0,001 (MQL)

16 |Seleni (Se) mg/L SMEWW 3125B:2017 < 0,01 (MQL)

Vi sinh vat

17 |P.aeruginosa CFU/100mL ISO 16266:2006 KPH (< 1)

18| Staphylococcus CFU/100mL| SMEWW 9213B (2017) KPH (< 1)

aureus
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Sé:

1087.28 - K8/0347 /KT2-HC3 Ngay: 24/11/2023

PHIEU KET QUA THU NGHIEM
TEST REPORT

Trang: 2/4

1T TEN CHI TIEU, BON VI TiNH PHUONG PHAP THU | KET QUA THU NGHIEM
Nhom Alkan clo héa

19 [Cacbontetraclorua Mg/L| US EPA Method 5021A KPH (MDL = 0,3)

20 |Diclorometan Mg/L| US EPA Method 5021A KPH (MDL = 0,3)

21 |Tricloroeten Mg/L| US EPA Method 5021A KPH (MDL = 0,3)

22 |Tetracloroeten Mg/L| US EPA Method 5021A KPH (MDL = 0,3)

23|1,2 - Dicloroetan pg/L| US EPA Method 5021A KPH (MDL = 0,3)

24(1,1,1-Tricloroetan pg/L| US EPA Method 5021A KPH (MDL = 0,3)

25|Vinyl clorua Mg/L| US EPA Method 5021A KPH (MDL = 0,07)

26 (1,2 - Dicloroeten ug/L| US EPA Method 5021A KPH (MDL = 0,3)
Hydrocacbua thom

27 |Phenol va dan xuét cua pg/L| US EPA Method 3510C, KPH (MDL = 0,017)
Phenol 8270E

28 |Benzen pg/L| US EPA Method 5021A KPH (MDL = 0,3)

29|Toluen pg/L| US EPA Method 5021A KPH (MDL = 0,3)

30|Xylen pg/L| US EPA Method 5021A KPH (MDL = 0,3)

31 |Etylbenzen pg/L| US EPA Method 5021A KPH (MDL = 0,3)

32 [Styren hg/L| US EPA Method 5021A KPH (MDL = 0,3)
Nhom Benzen clo héa

33 |Monoclorobenzen ug/L| US EPA Method 5021A KPH (MDL = 0,3)

34 (1,2-Diclorobenzen Mg/L| US EPA Method 5021A KPH (MDL = 0,3)

35| Triclorobenzen pug/L| US EPA Method 5021A KPH (MDL = 0,3)
Nhom cac chét hiru co phirc tap

36 |Acrylamide Mg/L KT2.QT.CH-143 KPH (MDL = 0,1)

(KT2.K8.TN-50/S)

37 |Epiclohydrin pg/L| US EPA Method 8260D KPH (MDL = 0,07)

38 |Hexacloro butadien pg/L| US EPA Method 5021A ~KPH (MDL =0,3)
Hoéa chat bao vé thuwc vat

39 |Methoxychlor Mg/l KPH (MDL = 0,005)

40 |Clodane pg/L KPH (MDL = 0,005)

~ . US EPA Method 3510C,

41|DDT va cac dan xuat pg/L 8270E KPH (MDL = 0,005)

42 |Alachlor Mg/l KPH (MDL = 0,005)

43 |Permethrin pg/L KPH (MDL = 0,3)
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TRUNG TAM KY THUAT TIEU CHUAN PO LUONG CHAT LUONG 2
QUALITY ASSURANCE AND TESTING CENTER 2 (QUATEST 2)
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PHIEU KET QUA THU NGHIEM

: 1087.28 - K8/0347 /KT2-HC3

Ngay: 24/11/2023

Trang: 3/4

TEST REPORT

TT TEN CHI TIEU, BON VI TiNH PHUONG PHAP THIY | KET QUA THU NGHIEM

Héa chét bao vé thwc vat
44 |Aldicarb Mg/L KPH (MDL = 1,0)
45 |Carbofuran Mg/l (p}ggf()g .TCNI-1—51OA;Z) KPH (MDL = 1,0)
46 [MCPA Mg/l KPH (MDL = 0,2)
4712,4-D Mg/l KT2.QT.CH-115 KPH (MDL = 1,0)

(KT2.K8.TN-22/S)

48|2,4-DB Mg/l KPH (MDL = 10) o
49 |Fenoprop (2,4,5-TP) Mg/l KPH (MDL = 1,0) 124 %
50 |Mecoprop (MCPP) pg/L KPH (MDL = 1,0) ';\:;A
51 |Isoproturon pg/L KPH (MDL = 1,0) AN
52 |Molinate Hug/L (Eg'gg_ 'TCN'"SO‘E) KPH (MDL = 1,0) S;fc 1
53 |Clorotoluron Ma/L KPH (MDL =2,0) [ 4«
54 |Pendimetalin Mg/l KPH (MDL =5,0) ‘{2F
55|Simazine pg/L KPH (MDL = 1,0)
56 |Propanil Mg/l KPH (MDL = 1,0)
571,3-Dichloropropen pg/L KPH (MDL = 0,3)
58|1,2-Dibromo-3 /L KPH (MDL = 0,2

e on (DEGES MILI s EPA Method 5021A ( )
59 1,2-Dicloropropan pa/L KPH (MDL = 0,3)
60 | Trifluralin pg/L| US EPA Method 3510C, KPH (MDL = 0,3)
61 |Chlorpyrifos pg/L 8270E KPH (MDL = 0,3)
62 | Dichloprop (2,4-DP) pg/L KPH (MDL = 10)
63 (A:tr:lazme va cac dan xuat Hg/L KT2.QT.CH-143 KPH (MDL = 3,0)

oro-s-razine (KT2.K8.TN-50/S)

64 |Cyanazine Ma/L . KPH (MDL =0,1)
65 |Hydroxyatrazine pg/L KPH (MDL = 1,0)

M(rc nhiém xa .
66 | Téng hoat dd phdng xa a Ba/L ) <0,1 (MQL)
67 |Téng hoat d6 phéong xa B Ba/L skl < 0,6 (MQL)

Hoa chét khir tring va san phdm phu
68 | Monochloramine®™A) mg/L| SMEWW 4500-CI G:2017 KPH (MDL = 0,02)
69 |Bromat Mg/L ISO 15061:2001 KPH (MDL = 3,0)
70|2,4,6-Triclorophenol ug/L | US EPA Method 3510C, 8270E| KPH (MDL =0,017)
71|Formaldehyde™A) Mg/L AOAC 964.21 (2016) KPH (MDL = 200)
72 |Bromoform Mg/l US EPA Method 5021A KPH (MDL = 0,3)
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PHIEU KET QUA THU NGHIEM
TEST REPORT

TT TEN CHI TIEU, BON VI TiNH PHUONG PHAP THU | KET QUA THU NGHIEM
Hoéa chét khir tring va san phdm phu

73 |Dibromochloromethane pg/L| US EPA Method 5021A KPH (MDL = 0,3)

74 |Bromodichloromethane Mg/L| US EPA Method 5021A <1,0 (MQL)

75|Chloroform Mg/L| US EPA Method 5021A 3,63

76 | Dichloroacetic acid pg/L| US EPA Method 552.2 KPH (MDL = 10)

77 | Trichloroacetic acid pg/L| US EPA Method 552.2 KPH (MDL = 10)

78 |Monochloroacetic acid pa/L| US EPA Method 5§52.2 KPH (MDL = 5)

79 |Dichloroaxetonitrile Mg/L| US EPA Method 551.1 KPH (MDL = 3)

80 | Dibromoaxetonitrile Mg/L| US EPA Method 551.1 KPH (MDL = 3)

81 [ Trichloroaxetonitril pg/L| US EPA Method 551.1 KPH(MDL=0,3)
&‘\.

Ghi chu: )f

- KPH: khong phat hién; S,

- Két qua thir nghiém chi c6 gia tri trén mau th& do khach hang gui; . [

-Tén méau, ky hiéu mau, tén khach hang va dja chi dugc ghi theo yéu ciu cta khach hang; (:%‘

- Phiéu két qua nay khong dugc trich sao néu chwa cé sy ddng y béing van ban cia Trung tdm Ky thuat 2;

- Trung tam Ky thuat 2 khdng chiu trach nhiém khi théng tin cung c&p b&i khach hang co thé anh hwong dén gia tri st dung cla két qua;
- (NA): Chi tiéu chra dwgc BoA cdng nhan.

- MDL: Gi¢i han phat hién cia phwong phap.

- MQL: Gi¢i han dinh lwvgng ctia phwong phap.

TRUONG PHONG KY THUAT 8

AR
Ping Tuan Kiét Ngd Fhi Nhw Loan
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